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accuracy or use of any information on this drawing pertain -
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and utilities. It is the responsibility of the person using said
information to verify its accuracy. Should any discrepency
with the actual site conditions be found, it must be reported
to the Architect, with time being of the essence.
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PUMPS
UNIT NUMBER P—1 P—2 P-3 P-4 P-5 P—6 P-7/8 P-9/10 P—11 P-12/13/14 P-15 P-16 P-17 P—18/19 P—20 P-21/22/23
PUMP TYPE SUMP PUMP DUPLEX WELL PUMP CIRC. CIRC. CIRC. CIRC. CIRC. RECIRC. CIRC.
SERVICE SUMP DCW WWHP SOURCE WWHP LOAD WWHP LOAD WWHP LOAD WWHP LOAD DHWR DHW
LOCATION PUMP HOUSE PUMP HOUSE PUMP HOUSE PUMP HOUSE PUMP HOUSE PUMP HOUSE SW SUMP RW SUMP WELL MECH ROOM MECH ROOM MECH ROOM MECH ROOM MECH ROOM MECH ROOM MECH ROOM
CAPACITY (L/s) 12.6 6.3 5 5 1.4 11.5 0.4
LIQUID TEMP (*C) 6.1
DIFF. PRESSURE (kPa) 85.2 196 270 127 40 40 40 130 118
PUMP (RPM) 1800 1800 1800 1800 1800 1800
MOTOR (kW) 7.5 2HP 3 HP 2HP EACH 3/4 HP 3/4 HP 1/6 HP 3 HP EACH 1/25 HP 1/2 HP EACH
MANUFACTURER VARISCO ZOELLER GRUNDFOS ARMSTRONG ARMSTRONG ARMSTRONG ARMSTRONG ARMSTRONG ARMSTRONG ARMSTRONG
MODEL NUMBER 100-KD0—-7.5 2T 2X2X8 2D 2D 1B 3X3X8 ASTRO 1-1/2D
SERIES KDO 840 4380 1060 1060 1050 4380 30 1060
VOLTS/PHASE /Hz 208/3/60 208/3/60 208/3,/60 208/3/60 208/3/60 208/3/60 208/3/60 208/3,/60 120/1/60 208,/3/60
NOTES
NOTES:
1. ALL BRONZE CONSTRUCTION
2. EACH AT 50% CAPACITY
3. EACH AT 100% CAPACITY WITH ONE AS STANDBY
4. HIGH EFFICIENCY MOTOR
FAN COILS EXHAUST FANS WATER TO WATER HEAT PUMPS
UNIT NUMBER FCU—1 FCU-2 UNIT NUMBERS EF—1 EF—2 UNIT NUMBERS WWHP—1/2 WWHP—3 WWHP—4/5/6
LOCATION ROOF MECH. RM FAN TYPE LOCATION MECH RM MECH RM MECH RM
MANUFACTURER ENVIRO-TEC ENVIRO—TEC SERVICE FUME HOOD KITCHEN SERVICE VENTILATION VENTILATION DHW
MODEL NUMBER H-12 H-12 LOCATION ROOF ROOF MANUFACTURER WATERFURNACE WATERFURNACE WATERFURNACE
ARR: AR FLOW (I/s) 615 852 MODEL NUMBER VL360W VO60W EW020
FLOW (I/s) 615 850 E.S.P. (Pa)(in) COOLING:
E.S.P. (Pa) DRIVE TYPE TOTAL CAPACITY (KW)
MOTOR (hp) MOTOR (hp) SENSIBLE CAPACITY (kW)
VOLTS /PHASE /Hz VOLTS /PHASE /Hz ELT. (C)
COOLING COIL: MANUFACTURER GREENHECK DELH LOAD FLOW (L/s)
TOTAL CAPACITY (KW) MODEL NUMBER SFB—10 BI—RM LWPD (kPa)
SENSIBLE CAPACITY (kW) NOTES SOURCE FLOW (L/s)
EAT. (DB/WB) (*C) SWPD (kPa)
LAT. (WB/DB) (C) NOTES: ES.T. (C)
AP.D. (Pa) 1. BACKDRAFT DAMPER HEATING:
LIQUID 2. ACOUSTIC LINED CABINET CAPACITY (kW) 58.6 19.3 5.4
FLOW (I/s) 3. EXPLOSION PROOF MOTOR ELT. (C) 37.8 37.8 37.8
EW.T. (C) 4. ALUMINUM CONSTRUCTION LOAD FLOW (L/s) 5.05 1.39 0.38
LW.T. (°C) 5. EPOXY COATED WHEEL LWPD (kPa) 36.8 33.8 11.7
W.P.D. (kpa) 6. EPOXY COATED WHEEL AND B.D.D. SOURCE FLOW (L/s) 5.05 1.39 0.38
HEATING COIL: 7. NFPA—96 FOOD SERVICE INSTALLATION SWPD (kPa) 65.5 48.3 32.6
CAPACITY (kW) 8. C/W WALL SLEEVE AND INLET/OUTLET SCREEN E.S.T. (C) 6.1 6.1 6.1
EAT. (C) 9. 1.0 SONES VOLTS/PHASE /Hz 208/3/60 208/3/60 208/1/60
LAT. (C) 10. SPARK PROOF MOTOR MCA (A) 92.3 37.7 22.7
AP.D. (Pa) 11. VERTICAL MOUNTING NOTES
LIQUID 12. HIGH EFFICIENCY MOTOR
FLOW (I/s) 13. ROOF CURB NOTES:
EW.T. (C)
LW.T. ()
W.P.D. (kpa)
NOTES:

1. C/W THREE SPEED BUILT-IN SWITCH
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employees and agents) can take no responsibility for the
accuracy or use of any information on this drawing pertain -
ing to existing site conditions, including buildings, services
and utilities. It is the responsibility of the person using said
information to verify its accuracy. Should any discrepency
with the actual site conditions be found, it must be reported
to the Architect, with time being of the essence.
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